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A: Heating plant return                                                      Q : Back panel of heater.  
B : Domestic cold water inlet 1/2'’.                                   R: Thermostat 42°C. 
(only with Domestic Water Kit - optional -)                      S: Smoke suction unit 
C : Domestic hot water outlet 1/2'’.                                  T : Electronic power board. 
(only with Domestic Water Kit - optional -)                     U : Burner cleaning motor 
D : Heating plant delivery tube 3/4".                                V: Pellet loading motor. 
E: Safety valve 3 bar 1/2".                                               W : Tube bundle inspection c over. 
F : Boiler Inlet - Outlet 3/4".                                              X : Automatic relief valv e. 
G : Smoke exhaust pipe                                                   Y : Pocket for heating system  PTC sensor 
                                                                                                 and t hermostat bulb 100°C reset. 
H : Safety thermostat 100° C.                                           Z : Patented burner. 
I : Pellet hopper .                                                             AA: Ash pan. 
M : Pressure transducer.                                                AC: Riddling tool. 
N : System Inlet                                                               AD: Spark plug. 
(only with Domestic Water Kit - optional -)                   AE: Spiral tube scraper. 
O : Expansion tank 2.5 l for protection of                     AF: Smoke side pressure switch.  
the boiler only.                                                                 AB: top display 
P : System circulating pump. 
 
 
 



 
 

 
 
 
 
 



 
 
 



 
 
 



 

 

 



 



 

 

 



 
 

 
 

 

 



 

 

 
 

  
              

 



 

 

 



 
 

 



 
 

 
 
 



4.9 MOUNTING THE KIT FOR THE PRODUCTION OF INSTANT DOMESTIC HOT WATER (OPTIONAL) 
 
 

 
 
 
 
 

 
 



 
 

 



 
 
 
 
 
 
 

 
 
 
 



 

 
 



 
 

 



 
 
 

 
 



 
 

 
 



 
 

 
 
 



 
 

 

 
 
 

 
 
 



 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

 



 
 

 



 
 

 
 



 
 

 
 
 
 
 
 

 



 
 
 

 



 
 

 

 



 

 
 

 
 
 
 



 
 
 
 
 
 
 
 
 
 
 
 

 
 



12 PARE PARTS 
 
 

 
 



 
 
 
 
 
 
 
 



 

 
 
 



 
 
 
 
 
 
 
 



 
 
 
 

 
 
 



 
 
 
 


